5035-10429

ADDENDUM NUMBER: Addendum - One

PROJECT TITLE: Milwaukee County Health & Human Services
Marcia P. Coggs Building

Roof Replacement

Site Number: 340
Building Number: 5600
1220 West Viiet Street
Milwaukee, WI. 53205

PROJECT NUMBER: S035-10429

DATE OF ADDENDUM: July 12, 2011

This Addendum to the Contract Documents is issued to modify, explain or correct the original Documents,
Dated June 06, 2011, and is hereby made part of the Contract Documents. Acknowledge receipt of this
addendum in the space provided on the Bid Form, or bid maybe rejected.

DBRAWINGS

Cover Sheet:
Revise drawing date from October 8, 2010 to June 06, 2011.

Sheet Number R4, Detail 1/ R4:
Note: 3/8" plywood w/ beveled top {fully secure new plywood and existing waod
substrate)
Revise Note to: 3/4" plywood w/ beveled top {fasten new plywood to existing parapet to meet
UL 1897 — Uplift Test for Roof Covering Systems.

Sheet Number R4, Detail 2 / R4:
Note: 3/8" plywood
Revise Note to: 3/4" plywood w/ beveled top (fasten new plywood to existing parapet to meet
UL 1897 — Uplift Test for Roof Covering Systems.

Sheet Number R4, Detail 3/ R4:
Revise Detail 3/ R4 in its entirety to attached Addendum One detail on Sheet AD-1e.

Sheet Number R5, Detail 2 / R5:
Revise Detail 2 / RS in its entirety to attached Addendum One detail on Sheet AD-1c.

Sheet Number R5, Detail 3 / R5:
Revise Detail 3/ R5 in its entirety to attached Addendum One detail on Sheet AD-1a.

Sheet Nurnmber R5, Detail 4 / Rs:
Revise Detail 4 / R5 in its entirety to attached Addendum One detail on Sheet AD-1b.

Sheet Number R5:
Add Detail 8 / BR5 in its entirety as detailed on Sheet AD-1d, attachment to Addendum One.

Sheet Number R8, Detail 1/ R6:
Revise Detail 1/ R6 in its entirety to attached Addendum One detail on Sheet AD-1f.

Sheet Number R8, Detail 2 / R6:
Revise Detail 2/ R6 in its entirety to attached Addendum One detail on Sheet AD-1g.
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Sheet Number R7, Detail 1 / R7:
Revise Detail 1 / R7 in its entirety to apply to Alternate Bid-B.

ATTACHMENTS

Sheet AD-1a
Sheet AD-1b
Sheet AD-1¢
Sheet AD-1d
Sheet AD-1e
Sheet AD-1f

Sheet AD-1g

END OF SECTION
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